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GENERAL PHASING NOTES:

1. OBTAIN INFECTION CONTROL PERMIT BEFORE CONSTRUCTION BEGINS.

2. PHYSICALLY ISOLATE HVAC SYSTEM IN THE AREA WHERE RENOVATION WORK IS BEING PERFORMED;
I.E. REMOVE AND/OR CAP DUCTWORK LEADING TO ADJACENT PORTIONS OF THE BUILDING TO PREVENT
RETURN AIR FROM THE CONSTRUCTION ZONE PER DIRECTION OF THE PROJECT ENGINEER.

S. ERECT BARRIERS BETWEEN ALL INTERIOR AREAS OFF THE PROJECT AREA AND ADJACENT AREAS.

BARRIERS WILL BE CONSTRUCTED FROM FLOOR TO DECK USING WOOD/METAL WALL STUDS AND
DRYWALL OR EQUIVALENT SHEETING. BARRIERS WILL BE CONSTRUCTED TO ENSURE A COMPLETE SEAL
OF THE CONSTRUCTION AREAS FROM ADJACENT AREAS. WALL SHALL BE DUSTPROOF WITH SEALS
MAINTAINED AT THE FULL PERIMETER WHICH ALLOW FOR MINIMIZATION OF DUST COLLECTION AND
SPREAD. BARRIERS SHALL REMAIN IN PLACE UNTIL THE PROJECT AREA IS SATISFACTORY CLEANED BY

THE VA'S ENVIRONMENTAL SERVICES DEPARTMENT.
4. CONTRACTOR SHALL PROVIDE TEMPORARY EXHAUST FAN TO EXHAUST CONSTRUCTION ZONE TO
OUTSIDE. FAN SHALL OPERATE TO PROVIDE A NEGATIVE PRESSURE IN THE CONSTRUCTION ZONES
WITH RESPECT TO THE OCCUPIED ADJACENT SPACES DURING RENOVATION. FAN SHALL OPERATE
CONTINUOUSLY DURING THE CONSTRUCTION PERIOD UNTIL TIME WHEN CONSTRUCTION PROCEDURES
WHICH GENERATE DUST AND FUMES ARE COMPLETED: WALLS PAINTED AND FLOOR INSTALLED.
ADJUST EXHAUST AIR FLOW RATE TO MAINTAIN THE CONSTRUCTION ZONE AT AN ADEQUATE NEGATIVE
PRESSURE, .02” WG MINIMUM, TO CONTAIN ALL CONSTRUCTION DUST AND FUMES. COORDINATE
| EXHAUST AIR FLOW RATE WITH THE TEMPORARY PARTITION FOR DEMOLITION WORK; NOTE THAT TIGHTER
= & LU\ - TEMPORARY PARTITION CONSTRUCTION REDUCES THE REQUIRED EXHAUST AIR FLOW AND ASSOCIATED

Phisaus MAKE UP AIR REQUIREMENTS. PROVIDE CONDITIONED MAKE UP AIR TO ADJACENT OCCUPIED SPACES
T ook RS ﬁ FOR CONSTRUCTION EXHAUST MAKE UP AIR.

A 5. THE CONTRACTOR SHALL ENSURE THE DURING DEMOLITION AND THE TRANSPORT/LOADING OF

/\PHASE 3 - THRD FLOOR

CONSTRUCTION DEBRIS, NO VISIBLE EMISSIONS ARE GENERATED. THE CONTRACTOR SHALL KEEP ALL
WSCALE: 1/16'=1-0" ROOMS: 6D1118B

4D1548 ]

CARDIOLOGY [

SECTION — —
40133 = e D‘ ‘U LAB U

MALE
EEEEEE
CLOSET
~ 30106

N\ 4p1 LAB

\
1=“ ‘ ‘ 30108 ‘

STAFF = B
OFFICE STAFF Bl ‘ ] ‘
40129 OFFICE -

/ 4D1298 N

_—

SIGN 0UT/
SCOPE
4D139

LAB

ADMINISTRATION
4D126

S ANRRINRNNRANANN
m(\\u@mm\mmm

,,,\\

f
~_ \
CORRIDOR
C4-45 |
)
N (1| P
SUPVY CHIEF

SYSTEM LAB
SPECIALIST

e ‘ 401268
L/

— —
\\ /o ues
= — L TonE
CORRIDOR 5 Y, 3D125¢C
ca-47 secy/ / — H {
-] LAB O 10
CHIEF \ § [l /
. WAITNG N OFFICE PFT — O] L=

q 3D132 ( CTIolofl] §
4D129 4D129A N () () Eﬁj H \_1 u‘ \\

) CLERK/

C
) C

FEMALE

~

- TOILET
— N 301258

\
i

FEMALE
LOCKER
D F/Y N— e —)

€3-31
26 [T T T T T T T T e

CORRIDOR
C4-46

T/

sssss

OFFICE PHYSICIANS || Ppysioans
30130 OFFICE OFFICE
o226 || o

RRRRRRRR
ooooooo

sssss
RRRRRRRRR uP :éR RESEARCH
33333 68137

zzzzz

WINDOWS AND DOORS TO THE PROJECT AREA CLOSED, AND UTILIZE COVERED CARTS DURING
TRANSPORT OF DEBRIS. I[F NECESSARY, USE WET METHODS DURING DUMPING ACTIVITIES TO MINIMIZE
VISIBLE EMISSIONS. [LE. WETTING OF DEBRIS PRIOR TO TRANSFER INTO ROLL OFF DUMPSTER OR DUMP
TRUCK. DURING TRANSPORT, ALL DUMPSTERS OR DUMP TRUCKS SHALL BE SATISFACTORILY COVERED
TO AVOID WIND AGITATION OF CONSTRUCTION DEBRIS.

/" T\PHASE 1 - SIXTH FLOOR
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NOTE:

CONTRACTOR TO SALVAGE (6) EXISTING 2x4 FLUORESCENT
LIGHT FIXTURES FOR REINSTALLATION IN PHASE 5.

CORRIDOR
C2-28

6. THE CONTRACTOR SHALL COLLECT AND PROPERLY DISPOSE OF LIQUID DRAIN SLUDGE
ENCOUNTERED DURING THE DEMOLITION OF PLUMBING.
/. THE CONTRACTOR SHALL IMPLEMENT SATISFACTORY FIRE WATCH OR HOT WORK PERMIT SYSTEM

FOR ALL HOT WORK ACTIVITIES;
PROVIDED BY THE CONTRACTOR.

I.E. WELDING, BURNING, GRINDING, ETC. FIRE EXTINGUISHERS SHALL BE

3. THE PROJECT AREA SHALL BE SECURED AND MONITORED BY THE CONTRACTOR DURING ALL
CONSTRUCTION ACTIVITIES TO MINIMIZE ACCESS OF UNAUTHORIZED PERSONNEL.
9. DISRUPTION OF UTILITIES SHALL BE COORDINATED WITH SITE PERSONNEL TO MINIMIZE DISRUPTION OF

| ADJACENT AREAS.
- 10. MEDICAL WASTE, MOLD, AND ASBESTOS CONTAINING MATERIALS (ACM) SHOULD NOT BE
EXISTING WALL AND ENCOUNTERED DURING CONSTRUCTION ACTIVITIES. THE CONTRACTOR SHALL STOP WORK AND
N SINK TO REMAIN IMMEDIATELY NOTIFY SITE PERSONNEL IF SUSPICIOUS MEDICAL WASTE, MOLD OR ACM IS OBSERVED
— DURING PHASE 5 AND
TO BE REMOVED
DURING PHASE 9. PHASING DESCRIPTION
EXISTING WALLS AND
ﬁDOOR TO REMAIN 1 DEMOLITION OF EXISTING 6TH FLOOR RESEARCH SUITE AND BUILD OUT OF NEW SLEEP LAB SUITE
DURING PHASE 5 AND
TO BE REMOVED 2 RELOCATION OF EXISTING 4TH FLOOR SLEEP LAB SUITE
DURING PHASE 9.
3 DEMOLITION OF EXISTING 3RD FLOOR OFFICES AND BUILD OUT OF NEW MSO AND MAS SUITES
4 DEMOLITION OF EXISTING 2ND FLOOR MSO SUITE AND BUILD OUT OF NEW EDUCATION SUITE
o bt S PARTIAL DEMOLITION OF EXISTING 2ND FLOOR EDUCATION SUITE AND BUILD OUT OF TEMPORARY SWING SPACE.
INFUSION SUITE TO RELOCATE TO TEMPORARY SWING SPACE.
6 DEMOLITION OF EXISTING 2ND FLOOR ONCOLOGY SUITE AND BUILD OUT OF NEW ONCOLOGY SUITE
7 BUILD OUT OF NEW LAB
TEMPORARY INFUSION TO RELOCATE TO NEW ONCOLOGY SUITE.
WAITING AREA TO RELOCATE TO TEMPORARY SWING SPACE.
(’\/) us0 8A DEMOLITION OF EXISTING ENDOCRINOLOGY SUITE AND BUILD OUT OF NEW WAITING AREA
==% = 8B TEMPORARY WAITING AREA TO RELOCATE TO NEW WAITING AREA
N A BUILD OUT OF NEW ENDOCRINOLOGY SUITE
_ 9 DEMOLITION OF EXISTING TEMPORARY SWING SPACE
mPHASE 4 SECOND FLOOR BUILD QUT OF ONCOLOGY / ENDOCRINOLOGY ADMINISTRATIVE SUITE

\ % / SCALE: 1610

ROOMS: 2C118, 2C118A, 2C118B,
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CONTRACTOR TO INSTALL SALVAGED 2x4 LIGHT FIXTURES FROM PHASE
1. LIGHT FIXTURES TO BE LOCATED IN CEILING ADJACENT TO
CORRIDOR WALL ALONG COL. LINE °B.2" CONFIGURATION OF LIGHTS TO
MATCH EXISTING LAYOUT.
CONTRACTOR TO PROVIDE (6) PORTABLE HANDSINKS FOR OWNER USE
DURING CONSTRUCTION. BASIS OF DESIGN TO BE THE FOLLOWING:
PREMIER, ADSTM—AB—AB1N MANUFACTURED BY OZARK RIVER
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